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(ii) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied by § 141.74(a)(1) and that the sys-
tem is providing adequate disinfection 
in the distribution system, the require-
ments of paragraph (a)(4)(i) of this sec-
tion do not apply to that system. 

(b) Disinfection requirements for public 
water systems which provide filtration. 
Each public water system that provides 
filtration treatment must provide dis-
infection treatment as follows. 

(1) The disinfection treatment must 
be sufficient to ensure that the total 
treatment processes of that system 
achieve at least 99.9 percent (3-log) in-
activation and/or removal of Giardia 
lamblia cysts and at least 99.99 percent 
(4-log) inactivation and/or removal of 
viruses, as determined by the State. 

(2) The residual disinfectant con-
centration in the water entering the 
distribution system, measured as speci-
fied in § 141.74 (a)(2) and (c)(2), cannot 
be less than 0.2 mg/l for more than 4 
hours. 

(3)(i) The residual disinfectant con-
centration in the distribution system, 
measured as total chlorine, combined 
chlorine, or chlorine dioxide, as speci-
fied in § 141.74 (a)(2) and (c)(3), cannot 
be undetectable in more than 5 percent 
of the samples each month, for any two 
consecutive months that the system 
serves water to the public. Water in the 
distribution system with a 
heterotrophic bacteria concentration 
less than or equal to 500/ml, measured 
as heterotrophic plate count (HPC) as 
specified in § 141.74(a)(1), is deemed to 
have a detectable disinfectant residual 
for purposes of determining compliance 
with this requirement. Thus, the value 
‘‘V’’ in the following formula cannot 
exceed 5 percent in one month, for any 
two consecutive months. 

V
c d e

a b
= + +

+
×100

where: 

a=number of instances where the residual 
disinfectant concentration is measured; 

b=number of instances where the residual 
disinfectant concentration is not meas-

ured but heterotrophic bacteria plate 
count (HPC) is measured; 

c=number of instances where the residual 
disinfectant concentration is measured 
but not detected and no HPC is meas-
ured; 

d=number of instances where no residual dis-
infectant concentration is detected and 
where the HPC is >500/ml; and 

e=number of instances where the residual 
disinfectant concentration is not meas-
ured and HPC is >500/ml. 

(ii) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied in § 141.74(a)(1) and that the system 
is providing adequate disinfection in 
the distribution system, the require-
ments of paragraph (b)(3)(i) of this sec-
tion do not apply. 

[54 FR 27527, June 29, 1989, as amended at 69 
FR 38855, June 29, 2004] 

§ 141.73 Filtration. 
A public water system that uses a 

surface water source or a ground water 
source under the direct influence of 
surface water, and does not meet all of 
the criteria in § 141.71 (a) and (b) for 
avoiding filtration, must provide treat-
ment consisting of both disinfection, as 
specified in § 141.72(b), and filtration 
treatment which complies with the re-
quirements of paragraph (a), (b), (c), 
(d), or (e) of this section by June 29, 
1993, or within 18 months of the failure 
to meet any one of the criteria for 
avoiding filtration in § 141.71 (a) and 
(b), whichever is later. Failure to meet 
any requirement of this section after 
the date specified in this introductory 
paragraph is a treatment technique 
violation. 

(a) Conventional filtration treatment or 
direct filtration. (1) For systems using 
conventional filtration or direct filtra-
tion, the turbidity level of representa-
tive samples of a system’s filtered 
water must be less than or equal to 0.5 
NTU in at least 95 percent of the meas-
urements taken each month, measured 
as specified in § 141.74 (a)(1) and (c)(1), 
except that if the State determines 
that the system is capable of achieving 
at least 99.9 percent removal and/or in-
activation of Giardia lamblia cysts at 
some turbidity level higher than 0.5 
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NTU in at least 95 percent of the meas-
urements taken each month, the State 
may substitute this higher turbidity 
limit for that system. However, in no 
case may the State approve a turbidity 
limit that allows more than 1 NTU in 
more than 5 percent of the samples 
taken each month, measured as speci-
fied in § 141.74 (a)(1) and (c)(1). 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 5 NTU, 
measured as specified in § 141.74 (a)(1) 
and (c)(1). 

(3) Beginning January 1, 2002, sys-
tems serving at least 10,000 people must 
meet the turbidity requirements in 
§ 141.173(a). 

(4) Beginning January 1, 2005, sys-
tems serving fewer than 10,000 people 
must meet the turbidity requirements 
in §§ 141.550 through 141.553. 

(b) Slow sand filtration. (1) For sys-
tems using slow sand filtration, the 
turbidity level of representative sam-
ples of a system’s filtered water must 
be less than or equal to 1 NTU in at 
least 95 percent of the measurements 
taken each month, measured as speci-
fied in § 141.74 (a)(1) and (c)(1), except 
that if the State determines there is no 
significant interference with disinfec-
tion at a higher turbidity level, the 
State may substitute this higher tur-
bidity limit for that system. 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 5 NTU, 
measured as specified in § 141.74 (a)(1) 
and (c)(1). 

(c) Diatomaceous earth filtration. (1) 
For systems using diatomaceous earth 
filtration, the turbidity level of rep-
resentative samples of a system’s fil-
tered water must be less than or equal 
to 1 NTU in at least 95 percent of the 
measurements taken each month, 
measured as specified in § 141.74 (a)(1) 
and (c)(1). 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 5 NTU, 
measured as specified in § 141.74 (a)(1) 
and (c)(1). 

(d) Other filtration technologies. A pub-
lic water system may use a filtration 
technology not listed in paragraphs (a) 
through (c) of this section if it dem-
onstrates to the State, using pilot 

plant studies or other means, that the 
alternative filtration technology, in 
combination with disinfection treat-
ment that meets the requirements of 
§ 141.72(b), consistently achieves 99.9 
percent removal and/or inactivation of 
Giardia lamblia cysts and 99.99 percent 
removal and/or inactivation of viruses. 
For a system that makes this dem-
onstration, the requirements of para-
graph (b) of this section apply. Begin-
ning January 1, 2002, systems serving 
at least 10,000 people must meet the re-
quirements for other filtration tech-
nologies in § 141.173(b). Beginning Janu-
ary 14, 2005, systems serving fewer than 
10,000 people must meet the require-
ments for other filtration technologies 
in § 141.550 through 141.553. 

[54 FR 27527, June 29, 1989, as amended at 63 
FR 69516, Dec. 16, 1998; 66 FR 3776, Jan. 16, 
2001; 67 FR 1836, Jan. 14, 2002; 69 FR 38855, 
June 29, 2004] 

§ 141.74 Analytical and monitoring re-
quirements. 

(a) Analytical requirements. Only the 
analytical method(s) specified in this 
paragraph, or otherwise approved by 
EPA, may be used to demonstrate com-
pliance with §§ 141.71, 141.72 and 141.73. 
Measurements for pH, turbidity, tem-
perature and residual disinfectant con-
centrations must be conducted by a 
person approved by the State. Measure-
ment for total coliforms, fecal coli-
forms and HPC must be conducted by a 
laboratory certified by the State or 
EPA to do such analysis. Until labora-
tory certification criteria are devel-
oped for the analysis of fecal coliforms 
and HPC, any laboratory certified for 
total coliforms analysis by the State or 
EPA is deemed certified for fecal coli-
forms and HPC analysis. The following 
procedures shall be conducted in ac-
cordance with the publications listed 
in the following section. This incorpo-
ration by reference was approved by 
the Director of the Federal Register in 
accordance with 5 U.S.C. 552(a) and 1 
CFR part 51. Copies of the methods 
published in Standard Methods for the 
Examination of Water and Wastewater 
may be obtained from the American 
Public Health Association et al., 1015 
Fifteenth Street, NW., Washington, DC 
20005; copies of the Minimal Medium 
ONPG-MUG Method as set forth in the 
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